
FLOW

MASTER VALVE

Notes:

1- Master valve shall be make and model number as prescribed per the controller

manufacturer's specifications.

2- Install master valve per manufacturer's specifications and recommendations.

3- Master valve wire shall be 14 AWG or larger. Color: black.

4- All wire runs shall be continuous without any splices. Wire connections shall be

made using DBR-Y/6 connectors or approved equal.

5- Wrap valve box with min. 3 mil. thick plastic and secure it to the valve box

using duct tape or electrical tape.

6- See master valve/ flow sensor detail for linear dimensions.

7- Valve boxes shall be located in planting areas.

Rectangular valve box with

locking lid.

Mainline to flow sensor.

Sch. 80 PVC union.

Sch. 40 PVC 45 ° elbow.

Irrigation mainline. (See

irrigation legend for size

and class).

Finished grade.

Sch. 80 PVC male adapter.

Master valve. (See irrigation

legend for make and model).

Three inch (3") thick layer of

pea gravel or approved equal.

3

8

" welded wire mesh.

Control wires with twelve

inch (12") min. expansion

coil.

6
"
-
8

"

Four (4) 4" x 8" bricks.
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